Transformation of Type I Fuzzy Logic into Interval Type II Fuzzy Logic-based Unit Voltage Template with Controlled Load

Muhannad Drak Alsebai, Kishore Kumar Pedapenki

1 Department of Electrical and Electronics Engineering, Jain (Deemed-To-Be University), 45th km, NH - 209, Jakkasandra Post, Bengaluru-Kanakapura Main Road, 562112 Bengaluru, Karnataka, India
2 Corresponding author, e-mail: muhannad.drak@jainuniversity.ac.in

Received: 24 April 2023, Accepted: 06 September 2023, Published online: 31 October 2023

Abstract
The interval type II fuzzy logic controller (IT2FL) is a recent artificial intelligent technology which is applied in many aspects of electrical power engineering and controlling strategies these days. The improving of Distribution Static Synchronous Compensator (DSTATCOM) control algorithms is still ongoing, because the control strategy of DSTATCOM device is considered as a decisive factor which affects the performance of DSTATCOM device in enhancing the quality of power in the distribution grids. The improving process focuses in two main aspects the DC capacitor voltage response to the control system and the mitigation of the harmonics which are produced by the controlled and uncontrolled rectified loads. In this paper, the interval type II fuzzy logic controller (IT2FL) based the Unit Voltage Template strategy (UVT) is examined by the MATLAB program with two different ranges of input signals, and compared with the type I Fuzzy logic controller (T1FL). The IT2FL based UVT shows promising results in improving the deformed shape of source current waves in comparison with the other controllers.

Keywords
DSTATCOM, device, unit voltage template control algorithm, interval type II fuzzy logic controller, type I fuzzy logic controller

1 Introduction
The power quality term is widespread these days in the distribution electrical grids, which means the ability of the source to supply the load with current and voltage waves which are pure harmonics-free without deformation [1, 2]. It becomes one of the customers and producers' important priority these days. The customers of the electrical system nowadays are utilizing variety load types causing the deformation of electrical source current waves and drive them away from a sinusoidal, which affects the power quality negatively and increases the necessity of the improvement process [3]. In some nonlinear loads such as Diode Bridge Rectifier (DBR) with Brushless DC Motor (BLDC motor), the total harmonic distortion of source current reaches to 70% and the source power factor becomes under 0.7, and these values are not acceptable by the international power quality standards [4–6]. Furthermore, Induction motor, which uses DBR and Space Vector Modulation (SVM) inverter to control its speed, produces noise and disturbances to the power system [7]. Power quality disturbances can be identified as any deviation may happen in the sinusoidal shape in the voltage or current waveforms [8]. The smart grids suffer from the power quality disturbances more than the traditional grids, because of the high penetration of the renewable energy sources in the smart grids in comparison with the traditional one [9, 10]. The electrical disturbances can be classified as harmonics, unbalanced load, flickers, voltage swell and voltage sag. They may cause an excessive heat for the electrical appliances and increasing of the power losses in the transmission and distribution grids [11].

For the improvement process, inverter-based power quality conditioners are used in these days, because of their small size and fast response in comparison with conventional ways [12–14]. The utilizing of Distribution Static Synchronous Compensator (DSTATCOM) device in the distribution grid compensates the reactive power, returns the electrical current waves to sinusoidal form, leading to the enhancement the power quality [15–17].

The multilevel inverters are used recently for the medium and high-power loads because of their ability to produce a high voltage without using transformers. The high voltage can be obtained by using many levels of
small voltage to reach the desired high voltage. These multilevel inverters can be achieved by utilizing additional switching devices which need complicated control strategy to provide them with the necessary pulses [18–20].

DSTATCOM device is one of the Shunt Distributed Flexible AC Transmission System (DFACTS) devices, which is connected in parallel with the distribution grid. The working principle of DSTATCOM device is to inject the compensating current into the distribution grid to reduce harmonics, compensate the reactive power, maintain power factor, balance the load [21].

The performance of DSTATCOM device in improving the power quality depends on the effectiveness of control strategy and the controller used. Many conventional control strategies have been used to improve the performance of DSTATCOM device. Besides, the control strategies should have features of fast response and load change tracking to meet the requirements of controlling and operating smart grids [22–24]. Unit voltage template control depends on the principle of unites the phases of the current and voltage source waves to improve the power factor [25, 26]. Many controllers were applied to these control strategies, such as: PI controller, neural network and type I fuzzy logic [27–29]. PI controller is considered as linear controller which needs the linear model of the controlled system, while the artificial neural network and fuzzy logic controller are considered as linear and non-linear controllers which doesn't need the nonlinear model of the controlled system [30–32]. Consequently, the use of artificial intelligence controllers is recommended when the model of the controlled system can’t be reached easily [33].

The best performance of DSTATCOM device can be achieved with PI controller with the suitable selection of the proportional and integral gains for a specific condition of the load [34].

The application of IT2FL with the UVT control algorithm is not implemented, even though, that UVT control algorithm give fast response and better harmonics mitigation in comparison with the other control strategies, because it does not need to utilize Low Pass filter (LPF) for filtering the input signals in comparison with the other control algorithms.

In this paper, the utilizing of IT2FL controller with UVT is implemented to control the DC Capacitor voltage of the DSTATCOM device instead of PI, to improve the DSTATCOM device performance in the mitigation of the source current harmonics, and to improve the DC capacitor response of the DSTATCOM device.

First, the tuning process of T1FL and IT2FL controllers based UVT control strategy takes place in the response to different controlled rectified load situations with two different ranges of input signals. Second, The T1FL and IT2FL controllers based UVT control strategy is examined by using MATLAB environment with two different ranges of input signals at different load situations. Third, The T1FL and IT2FL controllers based UVT control strategy is examined by using MATLAB environment at different loads and disturbances in one waveform situation. Fourth, the comparison between two different ranges of input signals was conducted, to define the better controller based UVT in improving the shape of source current waves and keep them with the same phase of the source voltage waves. Two aspects were used to examine the new intelligent IT2FL based UVT; the DC capacitor response parameters as setting, peak and rising time; the electrical source parameters as source power factor and Source current-THD.

2 Review of literature

The type I fuzzy logic has been utilized in many papers to control DSTATCOM device in the past [35]. First, a combination of the fuzzy logic controller along with PI controller were utilized to merge the benefits of both controllers in one strategy. First loop was used to keep the DC capacitor constant, while the second loop were used to extract the reference source currents [36]. Second, the type I fuzzy logic were used as an adjuster to tune the PI controller in the double-loop control strategy [37]. Third, the fuzzy logic controller used to change the proportional and integration gains in the respect of the load changing instantaneously. A new strategy of varying the PI gains to suit the transient situation has been utilized [38]. Fourth, new inputs for fuzzy logic controller used as a trial for improvement. This control strategy used the speed variation and acceleration of the generator as inputs for the fuzzy logic controller and it compared with the PI controller [39]. Fifth, A combination between two fuzzy logic controllers is used to generate the reference source current. The two fuzzy logic controllers are used to control the direct and quadrature axis of the load current wave. The error and change of error of direct and quadrature components of the load current are used as inputs for the two fuzzy logic controllers used in [16]. Sixth, Fuzzy logic controller was used alone for controlling the active power filter. The fuzzy logic controller is applied to the active power filter to diminish the harmonics in the supply side feeding three phase induction motor by utilizing vertical speed indicator (VSI), and it compared with PI and PID.
controllers [40]. A fuzzy logic controller was applied to control the active power filter and compared with neuro-fuzzy logic controller [41]. After the application of the type I fuzzy logic the researcher started to face the uncertainty problem which is considered as one of type I fuzzy logic drawbacks [37].

IT2FL controller is one of the artificial intelligence controllers which can overcome the uncertainty situation which the T1FL controller can't handle. IT2FL controller can be tuned easily to handle the nonlinear situations because it has strong learning ability and the ability to be adaptive with system parameters changing [42, 43]. First, IT2FL controller was applied alone with control strategy to control the DSTATCOM device. The IT2FL with SRF control strategy was utilized for improving the source power quality for hospital load which is considered as sensitive loads. The authors compared the interval type II fuzzy logic controller based recursive least square filter with PI and type I fuzzy logic controllers to show the improvement of control strategy [44]. The IT2FL with seven membership functions was utilized to control shunt-high-voltage DSTATCOM device to make suitable for all types of loads which connected either to low voltage busbar or high voltage bus bar [45]. Second, IT2FL was utilized to change proportional and integral gains of the PI controller. The output of IT2FL was used along with the direct component of load current to tune the proportional and integral gains of the PI controller, to give the best mitigation to the source current harmonics and best DC capacitor response parameters. A new structure of interface bank inductor also used to enhance the performance of DSTATCOM device [46]. Third, IT2FL controller was utilized to control a DSTATCOM with complicated structures which is hard to be controlled by PI or T1FL controllers. IT2FL is utilized in the instantaneous reactive power strategy to generate the reference current signals. This control strategy is used to control the three-level active neutral point clamped DSTATCOM device with special structure [42]. Interval type II fuzzy logic was utilized with least mean square control strategy to control the five-level cascade H-Bridge Multi Level Inverter (CHBMLI) DSTATCOM device and compare it with the PI controller [43].

Artificial Neural network (ANN) is considered as one of artificial intelligence controllers which can be utilized with complicated PQ problems that may face the DSTATCOM device, because it offers fast dynamic response, better steady state and transient stability to the control system. The common types of ANN which utilized to control the DSTATCOM device are backpropagation (BP) and ADALINE. Five ANN controllers were trained and used to replace PI controller and all the LPFs in the IRP theory algorithm to improve the DSTATCOM device in the mitigation of the harmonics [47–49].

3 DSTATCOM device
In this paper, three-phase four-wire DSTATCOM device is used for the mitigation of source current harmonics and to unite the phases of voltage and current source waves, while the application controlled rectified loads with resistance and inductor connected in series \( R = 16 \Omega, L = 16 \text{ mH}, R = 20 \Omega, L = 20 \text{ mH}, R = 24 \Omega, L = 24 \text{ mH} \). The voltage source inverter (VSI) is used to inject or absorb the reactive power needed from the energy stored in the DC capacitor and through three interface inductors to the examined electrical grid. The characters of DSTATCOM device for different controlled rectified loads is listed in the Table 1 [50].

4 Control algorithms
4.1 Unit voltage template theory control algorithm
This control algorithm extracts the reference source current waves, and then compare them with the sensed source current to generate the error signals. These error signals are the inputs for the hysteresis controller which extracts six pulses for the six thyristors of the DSTATCOM device three phases, and extracts two pulses for the two thyristors of the DSTATCOM device neutral.

The desired reference source current waves should have the same phase of the source voltage waves. In order to extract the desired reference source currents, the phases of the source voltage waves are needed to be extracted by the means of the Eqs. (1)–(3) as follows [25]:

\[
V_{a-pu} = \frac{V_a \times \sin wt}{V_{im}} = \sin wt \tag{1}
\]

\[
V_{b-pu} = \frac{V_b \times \sin(wt - 120^\circ)}{V_{im}} = \sin(wt - 120^\circ) \tag{2}
\]

\[
V_{c-pu} = \frac{V_c \times \sin(wt + 120^\circ)}{V_{im}} = \sin(wt + 120^\circ) \tag{3}
\]

<table>
<thead>
<tr>
<th>Table 1 The DSTATCOM device characters</th>
</tr>
</thead>
<tbody>
<tr>
<td>Controlled rectified loads</td>
</tr>
<tr>
<td>DSTATCOM characters</td>
</tr>
<tr>
<td>Capacitor ( V_{dc} )</td>
</tr>
<tr>
<td>Capacitor ( C_{dc} )</td>
</tr>
<tr>
<td>Interface inductor ( L_i )</td>
</tr>
</tbody>
</table>
The amplitude of the reference source current should cover the active power needed by the load and the losses of the power due to the switching process of the DSTATCOM thyristors. PI controller can be utilized to keep the DSTATCOM DC capacitor voltage at the reference value of 700 V by extracting the desired reference source current waves' amplitude by using Eqs. (4), (5):

\[
V_{dE(n)} = V_d^* - V_{dEm(n)}
\]  
(4)

\[
I_{Sp(n)} = I_{Sp(n-1)} + K_p (V_{dE(n)} - V_{dE(n-1)}) + K_v V_{dE(n)}.
\]  
(5)

The proportional and integral constants utilized in this paper are \( K_p = 0.65 \) and \( K_i = 10 \).

The desired reference source current waves are the multiplying of the desired reference amplitude into the desired reference source current phases as showing in Eqs. (6)–(8):

\[
I_{Sa}^* = I_{Sp}^* V_{a,pe} = I_{Sp}^* \sin \omega t
\]  
(6)

\[
I_{Sb}^* = I_{Sp}^* V_{b,pe} = I_{Sp}^* \sin(\omega t - 120^\circ)
\]  
(7)

\[
I_{Sc}^* = I_{Sp}^* V_{c,pe} = I_{Sp}^* \sin(\omega t + 120^\circ).
\]  
(8)

Finally, the desired error signals to feed the hysteresis controller are extracted by comparing the desired reference source current waves with the sensed source current waves as Eqs. (9)–(11):

\[
err_a = I_{Sa}^* - I_{Sam}
\]  
(9)

\[
err_b = I_{Sp}^* - I_{Sbm}
\]  
(10)

\[
err_c = I_{Sc}^* - I_{Scm}^*
\]  
(11)

### 4.2 Type I fuzzy logic-based unit voltage template theory control algorithm

As Fig. 1 shows, the unit template strategy for controlling DSTATCOM device is wide explained with the detailed equations in [26]. The reference source current waves are generated to have the same phase as the source voltage waves by absorbing or injecting the reactive power to the controlled rectified load. Furthermore, the amplitude is extracted by the artificial controller to support the load with the necessary active power, and to supply the DSTATCOM device with active power needed to cover the losses in the IGBT switches and to charge the DC capacitor [26, 43].

In this paper, as Fig. 2 and Table 2, the Fuzzy Inference System (FIS) type utilized for T1FL controller is "Sugeno" with defuzzification method "wtaver". The type I fuzzy logic is function is to maintain the DC capacitor voltage at the reference-desired value of 700 V which stand for the "controlled" signal, which means that the two inputs should derived from controlled signal. For achieving this purpose, it has two input signals and one output signal. The first input is the difference between the DC capacitor reference value and the sensed value, which stands for the "error" signal, while the second input is the difference between the real value and the past value of first input, which stands for "change of error". The benefits of these two inputs to give information to the fuzzy logic controller if the controlled signal near to the reference value and if it is increasing or decreasing. Furthermore, while the unit voltage template strategy is used in this paper, so the output signal is the reference source current peak \( I_{Sp}^* \). The benefit of the output signal is to change the value of the source current peak to keep the controlled signal at the desired value. The characteristics of the type I fuzzy logic

![Fig. 1 T1FL-based UVT control strategy](image-url)
is as follows; the inputs use three membership functions with two different ranges, the output use three membership functions with one range, and the rule bases contain of nine rules. For the better results, the output range tuned to suit the three controlled rectified loads.

The nine rules utilized by the T1FL-based UVT (Table 3) consists of the logical statements in Algorithm 1 [25].

The Fig. 2 shows the surface of the T1FL based UVT with second range of input signals, tuned to suit the rectified load connected to the terminals of different situations of resistance in series with inductance. The surface is simply identified as three-dimensional mapping of the two inputs' values and the output's values. In the mentioned case above, the MTLAB program applies the inputs' values from the specific range \( E \in [-5,5] \) \( CE \in [-0.5,0.5] \) in the nine rules mentioned above, and then extract the output values from its specific range [11–17]. Then, the MATLAB program plot the extracted output values as a surface of three-dimensional mapping in the respect of the inputs' values. For example, if \( E = -2.02 \) and \( CE = 0.232 \) and after applying the nine rules then \( I_{Sp}^* \) is 14.3, another example, if \( E = -8.88 \times 10^{-16} \) and \( CE = 0.323 \) and after applying the nine rules then \( I_{Sp}^* \) is 12.

As a results, in the surface view of T1FL R20L20, the respect output for the inputs \( E = -2.02 \) and \( CE = 0.232 \) is 14.3, and the respect output for the inputs \( E = -8.88 \times 10^{-16} \) and \( CE = 0.323 \) is 12.
4.3 Interval type II fuzzy logic-based unit voltage template theory control algorithm

As Fig. 3 shows, the same unit voltage template strategy which utilized with type I fuzzy logic. It generates the reference source current signals and extracting the eight pulses needed to control the three-phase four-wire DSTATCOM device.

IT2FL considers as an artificial intelligence controller because it is utilizing the logic statements, as illustrated in the Table 4, to extract the output from the inputs not by applying mathematical equations. As Fig. 4 illustrated, the crisp values of the inputs are applied into the lower and upper input membership functions, and then transfer the crisp values into two fuzzy sets, because of using lower and upper input membership functions. Then after applying the rules on the IT2FSs inputs, the output will be extracted in IT2FSs. The type reduction utilized here to reduce the IT2FSs output into T1FSs, and this is the main deference between IT2FL and T1Fl. Finally, the DE fuzzifier is used to transfer the output into the crisp value which be used by the controller.

As the Fig. 5 and Table 5 show, the main difference is the utilizing of IT2FL instead of the T1FL, to obtain the reference source current peak $I_{Sp}^*$. The input signals have three upper and lower membership functions with two different ranges. The output signal has three upper and lower membership functions with one range. The reason for the application of two input signals with different ranges to examine which range will give the better results. For the better results the output range is tuned to suit the three different controlled rectified loads.

5 Simulation and results

Fig. 6 is illustrated the examined low voltage grid with electrical source 415 V phase to phase, which supplying the controlled rectified load with three different situations of resistance and inductance connected to the terminal of the rectifier; 0.8 PF, $R = 16 \, \Omega$, $L = 16 \, mH$, $R = 20 \, \Omega$, $L = 20 \, mH$, $R = 24 \, \Omega$, $L = 24 \, mH$. DSTATCOM device is used to enhance the PQ of the loads with two examined control algorithms; T1FL based UVT and IT2FL based UVT with two different ranges for the two inputs three membership functions. The examination of control strategies took place in MATLAB environment R2021a by using Fuzzy toolbox in the Simulink library, and the added Fuzzyt2 toolbox from official MATLAB website. The instruction how to add and to deal with Fuzzyt2 toolbox is explained in details in [51].

5.1 Controlled rectified loads

5.1.1 T1FL and IT2FL controllers with input signals of three MFs first range

In this situation, as Table 2 and Table 5 show, the application of three controllers PI, T1FL and IT2FL with the UVT control strategy to control DSTATCOM device. The examined controlled rectified load has three values of resistance and inductance connected in series between its terminals; $R = 16 \, \Omega$, $L = 16 \, mH$, $R = 20 \, \Omega$, $L = 20 \, mH$, $R = 24 \, \Omega$, $L = 24 \, mH$ with the same firing angel $\alpha = 30^\circ$ and 0.8 PF. The applied T1FL and IT2FL have two inputs with three
MFs first range of \([-2,2]\) for the first input signal \(E\) and \([-0.2,0.2]\) of the second input signal \(CE\); while the output signal has three different ranges for each load situations.

As Table 6 and Table 7 show, the results cover the controlled signal response characteristics of RT, PT, ST and OS; the electrical source parameter Is-THD (electrical source current total harmonic distortion), Ps, Qs and S-PF (source power factor); for the three controlled rectified load situations with the mentioned controllers to conclude which the best controllers between them.

First, as Fig. 7 shows, at the controlled rectified load with resistance and inductor connected in series between its terminals \(R = 16\, \Omega, L = 16\, \text{mH}, \alpha = 30^\circ, 0.8\, \text{PF}\); the IT2FL controller based UVT Strategy with inputs first range has; the DC capacitor voltage wave response as \(RT = 7.8\, \text{s}, PT = 14.9\, \text{s}, ST = 50\, \text{s}\) which is as same as the T1FL with UVT strategy and better than PI controller with UVT Strategy, see Table 6; the electrical source current with total harmonic distortion of 3.04\% which is better than both T1FL controller and PI controller respectively 3.21\% 3.35\%, see Table 7; the electrical source power factor of 0.98 which is as same as the T1FL and PI controller.

**Table 5** IT2FL-based UVT strategy parameters

<table>
<thead>
<tr>
<th>Controlled rectified load</th>
<th>IT2FL based UVT parameters</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Upper/Lower MF</td>
</tr>
<tr>
<td>(R = 16, \Omega) (L = 16, \text{mH})</td>
<td>U MF [-2,2,1]</td>
</tr>
<tr>
<td></td>
<td>L MF [-2,2,0.5]</td>
</tr>
<tr>
<td></td>
<td>U MF [-5,5,1]</td>
</tr>
<tr>
<td></td>
<td>L MF [-5,5,0.5]</td>
</tr>
<tr>
<td></td>
<td>U MF [-2,2,1]</td>
</tr>
<tr>
<td>(R = 20, \Omega) (L = 20, \text{mH})</td>
<td>U MF [-2,2,0.5]</td>
</tr>
<tr>
<td></td>
<td>L MF [-5,5,1]</td>
</tr>
<tr>
<td></td>
<td>U MF [-5,5,0.5]</td>
</tr>
<tr>
<td>(R = 24, \Omega) (L = 24, \text{mH})</td>
<td>U MF [-2,2,0.5]</td>
</tr>
<tr>
<td></td>
<td>L MF [-5,5,0.5]</td>
</tr>
</tbody>
</table>

Fig. 5 Surface of interval IT2FL-based UVT tuned for controlled rectified loads 0.8 PF \(R = 16\, \Omega, L = 16\, \text{mH}, R = 20\, \Omega, L = 20\, \text{mH}, R = 24\, \Omega, L = 24\, \text{mH}\) with three membership functions second range of the two inputs.

Fig. 6 The examined electrical grid which is supplying the controlled rectified load, DSTATCOM device is connected in shunt with load and controlled by UVT-T2FL control strategy.
Second, as Fig. 8 shows, at the controlled rectified load with resistance and inductor connected in series between its terminals $R = 20 \, \Omega$, $L = 20 \, \text{mH}$, $\alpha = 30^\circ$ 0.8 PF; the IT2FL controller based UVT Strategy with inputs first range has; the DC capacitor voltage wave response as $RT = 7.8 \, \text{s}$, $PT = 14.8 \, \text{s}$, $ST = 50 \, \text{s}$ which is as same as the T1FL with UVT strategy and better than PI controller with UVT Strategy, see Table 6; the electrical source current with total harmonic distortion of 3.35% which is better than both T1FL controller and PI controller respectively 3.38% 3.47%, see Table 7; the electrical source power factor of 0.98 which is as same as the T1FL and PI controller.

Third, as Fig. 9 shows, at the controlled rectified load with resistance and inductor connected in series between its terminals $R = 24 \, \Omega$, $L = 24 \, \text{mH}$, $\alpha = 30^\circ$, 0.8 PF; the IT2FL controller based UVT Strategy with inputs first range has; the DC capacitor voltage wave response as $RT = 7.8 \, \text{s}$, $PT = 14.9 \, \text{s}$, $ST = 50 \, \text{s}$ which is as same as the T1FL with UVT strategy and better than PI controller with UVT Strategy, see Table 6; the electrical source current with total harmonic distortion of 3.64% which is better than both T1FL controller and PI controller respectively 3.69% 3.81%, see Table 7; the electrical source power factor of 0.98 which is as same as the T1FL and PI controller.

The utilization of the new intelligence IT2FL controller based UVT control strategy with the first input signals range and specified output signal range for each load situations improve the DC capacitor voltage response in the same way of the old intelligence T1FL, and improve the source current wave total harmonic distortion in better way of the old intelligence T1FL with all different controller rectified loads.

**Table 6** The comparison of response parameters of controlled capacitor DC voltage signal at different controlled rectified load scenarios with input signals of three MFs first range.

<table>
<thead>
<tr>
<th>Controller</th>
<th>Controlled rectified load</th>
<th>Capacitor DC voltage parameter</th>
</tr>
</thead>
<tbody>
<tr>
<td>UVT_PI</td>
<td>$R = 16 , \Omega$</td>
<td>RT = 6.4 mS, PT = 31.5 mS, ST = 200 mS, OS = 12.5% Peak = 787 V</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>$L = 16 , \text{mH}$</td>
<td>RT = 7.8 mS, PT = 14.9 mS, ST = 50 mS, OS = 0.28% Peak = 702 V</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>$\alpha = 30^\circ$</td>
<td>RT = 7.8 mS, PT = 14.9 mS, ST = 50 mS, OS = 0.28% Peak = 702 V</td>
</tr>
<tr>
<td>UVT_PI</td>
<td>$R = 20 , \Omega$</td>
<td>RT = 6.4 mS, PT = 31.5 mS, ST = 200 mS, OS = 13% Peak = 791 V</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>$L = 20 , \text{mH}$</td>
<td>RT = 7.8 mS, PT = 14.8 mS, ST = 50 mS, OS = 0% Peak = 700 V</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>$\alpha = 30^\circ$</td>
<td>RT = 7.8 mS, PT = 14.8 mS, ST = 50 mS, OS = 0% Peak = 700 V</td>
</tr>
<tr>
<td>UVT_PI</td>
<td>$R = 24 , \Omega$</td>
<td>RT = 6.4 mS, PT = 31.5 mS, ST = 200 mS, OS = 13.2% Peak = 793 V</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>$L = 24 , \text{mH}$</td>
<td>RT = 7.8 mS, PT = 14.7 mS, ST = 50 mS, OS = 0% Peak = 700 V</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>$\alpha = 30^\circ$</td>
<td>RT = 7.8 mS, PT = 14.7 mS, ST = 50 mS, OS = 0% Peak = 700 V</td>
</tr>
</tbody>
</table>

**Table 7** The comparison of electrical source parameters THD and Source PF at different controlled rectified loads with input signals of three MFs first range.

<table>
<thead>
<tr>
<th>Controller</th>
<th>Controlled rectified load</th>
<th>Electrical source parameter</th>
</tr>
</thead>
<tbody>
<tr>
<td>UVT_PI</td>
<td>$R = 16 , \Omega$</td>
<td>Is-THD = 3.35%, Ps = 8250 W, Qs = 1600 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>$L = 16 , \text{mH}$</td>
<td>Is-THD = 3.21%, Ps = 8250 W, Qs = 1600 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>$\alpha = 30^\circ$</td>
<td>Is-THD = 3.04%, Ps = 8250 W, Qs = 1600 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_PI</td>
<td>$R = 20 , \Omega$</td>
<td>Is-THD = 3.47%, Ps = 7350 W, Qs = 1400 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>$L = 20 , \text{mH}$</td>
<td>Is-THD = 3.38%, Ps = 7350 W, Qs = 1400 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>$\alpha = 30^\circ$</td>
<td>Is-THD = 3.35%, Ps = 7350 W, Qs = 1400 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_PI</td>
<td>$R = 24 , \Omega$</td>
<td>Is-THD = 3.81%, Ps = 6580 W, Qs = 1250 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>$L = 24 , \text{mH}$</td>
<td>Is-THD = 3.69%, Ps = 6580 W, Qs = 1250 Var, S-PF = 0.98</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>$\alpha = 30^\circ$</td>
<td>Is-THD = 3.64%, Ps = 6580 W, Qs = 1250 Var, S-PF = 0.98</td>
</tr>
</tbody>
</table>

**Fig. 7** DSTATCOM capacitor DC voltage response is shown at controlled rectified load 0.8 PF $R = 16 \, \Omega$, $L = 16 \, \text{mH}$ with input signals of three MFs first range.

**Fig. 8** DSTATCOM capacitor DC voltage response is shown at controlled rectified load 0.8 PF $R = 20 \, \Omega$, $L = 20 \, \text{mH}$ with input signals of three MFs first range.
5.1.2 T1FL and IT2FL controllers with input signals of three MFs second range

In this situation, as Table 2 and Table 5 show, the application of three controllers PI, T1FL and IT2FL with the UVT control strategy to control DSTATCOM device. The examined controlled rectified load has three values of resistance and inductance connected in series between its terminals; \( R = 16 \, \Omega, \, L = 16 \, mH, \, R = 20 \, \Omega, \, L = 20 \, mH, \, R = 24 \, \Omega, \, L = 24 \, mH \) with the same firing angle \( \alpha = 30^{\circ} \) and 0.8 PF. The applied T1FL and IT2FL have two inputs with three MFs second range of \([- 5, 5]\) for the first input signal \( E \) and \([- 0.5, 0.5]\) of the second input signal \( CE \); while the output signal has three different ranges for each load situations.

As Table 8 and Table 9 show, the results cover the controlled signal response characteristics of RT, PT, ST and OS; the electrical source parameter Is-THD, Ps, Qs and S-PF; for the three controlled rectified load situations with the mentioned controllers to conclude which the best controllers between them.

First, as Fig. 10 shows, at the controlled rectified load with resistance and inductor connected in series between its terminals \( R = 16 \, \Omega, \, L = 16 \, mH, \alpha = 30^{\circ}, \) 0.8 PF; the IT2FL controller based UVT Strategy with inputs second range has; the DC capacitor voltage wave response as \( RT = 7.8 \, s, \, PT = 14.9 \, s, \, ST = 50 \, s \) which is as same as the IT2FL controller based UVT Strategy with inputs first range, see Table 8; the electrical source current with total harmonic distortion of 2.98% which is better than IT2FL controller based UVT Strategy with inputs first range 3.04%, see Table 9; the electrical source power factor of 0.98 which is as same as IT2FL controller based UVT Strategy with inputs first range.

Second, as Fig. 11 shows, at the controlled rectified load with resistance and inductor connected in series between its terminals \( R = 20 \, \Omega, \, L = 20 \, mH, \alpha = 30^{\circ} 0.8 \, PF \); the IT2FL controller based UVT Strategy with inputs second range has; the DC capacitor voltage wave response as \( RT = 7.8 \, s, \, PT = 14.8 \, s, \, ST = 50 \, s \) which is as same as the IT2FL controller based UVT Strategy with inputs first range, see Table 8; the electrical source current with total harmonic distortion of 3.30% which is better than IT2FL controller based UVT Strategy with inputs first range 3.35%, see Table 9; the electrical source power factor of 0.98 which is as same as IT2FL controller based UVT Strategy with inputs first range. The Fast Fourier transfer of the load current and source current with three different controllers are illustrated in Fig. 12.

<table>
<thead>
<tr>
<th>Controller</th>
<th>Controlled rectified load 0.8 PF</th>
<th>Capacitor DC voltage parameter</th>
</tr>
</thead>
<tbody>
<tr>
<td>UVT_PI</td>
<td>( R = 16 , \Omega )</td>
<td>RT 6.4 mS 31.5 mS 200 mS 12.5% 787</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>( L = 16 , mH ) ( \alpha = 30^{\circ} )</td>
<td>PT 7.8 mS 14.9 mS 50 mS 0.28% 702</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>( R = 20 , \Omega )</td>
<td>ST 7.8 mS 14.9 mS 50 mS 0.28% 702</td>
</tr>
<tr>
<td>UVT_PI</td>
<td>( R = 20 , \Omega )</td>
<td>OS 6.4 mS 31.5 mS 200 mS 13% 791</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>( L = 20 , mH ) ( \alpha = 30^{\circ} )</td>
<td>Var 7.9 mS 14.8 mS 50 mS 0% 700</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>( R = 24 , \Omega )</td>
<td>Peak 7.9 mS 14.8 mS 50 mS 0% 700</td>
</tr>
<tr>
<td>UVT_PI</td>
<td>( R = 24 , \Omega )</td>
<td>( L = 24 , mH ) ( \alpha = 30^{\circ} )</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>( R = 24 , \Omega )</td>
<td>( L = 24 , mH ) ( \alpha = 30^{\circ} )</td>
</tr>
</tbody>
</table>

Table 8 The comparison of response parameters of controlled capacitor DC voltage signal at different controlled rectified load scenarios with input signals of three MFs second range

Table 9 The comparison of electrical source parameters THD and Source PF at different controlled rectified loads with input signals of three MFs second range
Fig. 10 DSTATCOM capacitor DC voltage response is shown at controlled rectified load $0.8 \text{ PF } R = 16 \, \Omega, L = 16 \, \text{mH}$ with input signals of three MFs second range.

Fig. 11 DSTATCOM capacitor DC voltage response is shown at controlled rectified load $0.8 \text{ PF } R = 20 \, \Omega, L = 20 \, \text{mH}$ with input signals of three MFs second range.

Fig. 12 FFT for source current with different controller with second range at controlled rectified load with $R = 20, L = 20 \, \text{mH}$.
Third, as Fig. 13 shows, at the controlled rectified load with resistance and inductor connected in series between its terminals $R = 24 \, \Omega$, $L = 24 \, \text{mH}$, $\alpha = 30^\circ$, 0.8 PF; the IT2FL controller based UVT Strategy with inputs second range has; the DC capacitor voltage wave response as $RT = 7.8 \, \text{s}$, $PT = 14.7 \, \text{s}$, $ST = 50 \, \text{s}$ which is as same as the IT2FL controller based UVT Strategy with inputs first range, see Table 9; the electrical source power factor of 0.98 which is as same as IT2FL controller based UVT Strategy with inputs first range.

The utilization of the IT2FL controller based UVT control strategy with the input signals second range and specified output signal range for each load situations improve the DC capacitor voltage response in the same way of the IT2FL controller based UVT control strategy with the input signals first range, and improve the source current wave total harmonic distortion in better way of the IT2FL controller based UVT control strategy with the input signals first range with all different controller rectified loads.

In Fig. 14, the DSTATCOM device with the new intelligence IT2FL based UVT control strategy with input signals second range begin to compensate at the $t = 0.1 \, \text{s}$ to improve the PQ of the source current waves of the controlled rectified load with resistance and inductor connected in series between its terminals. First, between the time $t = [0, 0.1] \, \text{s}$, there is no compensating current, so the source current waves have the same shape of the deformed load current waves, and there is a phase between the voltage and source current waves. In the other hand, between the time $t = [0.1, 0.5] \, \text{s}$, the compensating current eliminates the harmonics in the load current waves, so the source current waves have a pure sinusoidal shape, and there is no phase between the voltage and source current waves.

In Fig. 15, between the time $t = [0, 0.1] \, \text{s}$, the source was providing the controlled rectified load with the reactive power which makes the source power factor at the value of 0.8. Between the time $t = [0.1, 0.5] \, \text{s}$, the DSTATCOM device starts to provide the controlled rectified load with the reactive power which improve the power factor of the source to the value of 0.98.

5.2 Different loads and disturbances with controlled rectified load

This situation examines the new intelligence IT2FL based UVT control strategy with input signals three MFs second range with different load situation and disturbances of the controlled rectified load. The different loads are normal load 20 A, decrement of load 17 A and increment of load 23 A. While the disturbances are unbalanced load in one phase A, unbalanced load in phase B and phase C and the voltage swell 0.8 p.u. As Fig. 16, Fig. 17 and Fig. 18 illustrate; between the time $t = [0–0.4] \, \text{s}$, the normal controlled rectified load load peak current value is almost 20 A; between the time $t = [0.4–0.6] \, \text{s}$, there is an unbalanced load in the phase A; between the time $t = [0.6–0.8] \, \text{s}$, there is decrement of the controlled rectified load peak current to the value 17 A; between the time $t = [0.8–1] \, \text{s}$, there is an unbalanced load in the phase B and phase C; between the time $t = [1–1.2] \, \text{s}$, there is an increment of the controlled rectified load peak current to the value 23 A; between the time $t = [1.2–1.4] \, \text{s}$, there is voltage swell in the point of common coupling voltage by the value of 0.8 p.u.

As Table 10 and Table 11 show, the results cover the controlled signal response characteristics of RT, PT, ST and OS; The electrical source parameter S-THD, $P_s$, $Q_s$ and S-PF; for different loads and disturbances with the mentioned controllers to conclude which the best controllers between them.

As the Table 10 and Fig. 17 show, for the DSTATCOM DC capacitor voltage response, the IT2FL and T1FL have the same response as a rising time 7.9 ms, peak time of 14.8 ms and settling time 50 ms with no overshoot; in comparison with PI controller with the response as rising time 6.4 ms, peak time 31.5 ms and settling time 200 ms with 13% overshoot.

![DSTATCOM Capacitor DC Voltage Response R24L24 Second Range](image_url)

**Fig. 13** DSTATCOM capacitor DC voltage response is shown at controlled rectified load 0.8 PF $R = 24 \, \Omega$, $L = 24 \, \text{mH}$ with input signals of three MFs second range.
On the other hand, as the Table 11, Fig. 16 and Fig. 18 show, for the electrical source parameters, the IT2FL based UVT gives the best THD mitigation in the different loads and disturbances situation in comparison with PI and T1FL based UVT. First, the normal load of 20 A between time 0–0.4 s, the IT2FL improves the source current THD to the...
value of 3.30% in comparison with T1FL with 3.34% and PI with 3.47%. Second, the unbalanced load in phase A between time 0.4–0.6 s, the IT2FL improves the source current THD to the value of 2.96% in comparison with T1FL with 3.35% and PI with 4.52%. Third, the load decrement 17 A between 0.6–0.8 s, the IT2FL improves the source current THD to the value of 3.66% in comparison with T1FL with 3.70% and PI with 3.86%. Fourth, as Fig. 17 shows, the unbalanced load in phase B and phase C, the IT2FL improves the source current THD to the value of 2.77% in comparison with T1FL with 2.88% and PI with 3.85%. Fifth, the load increment 23 A, the IT2FL improves the source current THD to the value of 3.12% in comparison with T1FL with 3.23% and PI with 3.31%. Sixth, the voltage swell, the IT2FL improves the source current THD to the value of 3.99% in comparison with T1FL with 4.01% and PI with 4.40%.

The new technique of IT2FL based UVT with the input signals three MFs second range keeps the source current waves at the sinusoidal shape and with the same phase with voltage current waves, it gives the best harmonics mitigation of the source current wave at different loads and disturbances situation in comparison with the other
Electrical grid parameters are shown with UVT-T2FL with input signals of three MFs second range based on DSTATCOM device at different loads and disturbances with controlled rectified. First normal load is between 0–0.4 s, unbalanced load one phase is between 0.4–0.6 s, load decrement is between 0.6–0.8 s, unbalanced load two phases is between 0.8–1.00 s, load increment is between 1.00–1.2 s and voltage swell is between 1.2–1.4 s.

Controllers. It also keeps the DC capacitor voltage wave at the desired value for reference at 700 V in load changes and disturbances situation.

6 Conclusion
The recent intelligent interval type II fuzzy logic controller is utilized with the unit voltage template control

<table>
<thead>
<tr>
<th>Controller</th>
<th>RT (mS)</th>
<th>PT (mS)</th>
<th>ST (mS)</th>
<th>OS (%)</th>
<th>Peak V</th>
</tr>
</thead>
<tbody>
<tr>
<td>UVT_PI</td>
<td>6.4</td>
<td>31.5</td>
<td>200</td>
<td>13%</td>
<td>791</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>7.9</td>
<td>14.8</td>
<td>50</td>
<td>0%</td>
<td>700</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>7.9</td>
<td>14.8</td>
<td>50</td>
<td>0%</td>
<td>700</td>
</tr>
</tbody>
</table>
strategy to control DSTATCOM device in the electrical grid which supplying controlled rectified load. According to the results, the main contributions of this paper:

1. Tuning process of the IT2FL controller based UVT to suit the different values of controlled rectified loads.
2. Two ranges for the input signals with three MFs succeeds in improving the shape of deformed source current waves to the sinusoidal shape and keep them at the same phase of the source voltage waves.
3. The new intelligent IT2FL based UVT with the input signals three MFs second range succeeds in improving the deformed source current waves better than T1FL based UVT and better than IT2FL based UVT with the input signals three MFs first range.
4. The new intelligent IT2FL based UVT does the desired task in enhancing the shape of source current waves in the situation of different loads and disturbances.

References


Table 11 The comparison of electrical source parameters THD and Source PF at different loads and disturbances

<table>
<thead>
<tr>
<th>Controller</th>
<th>Normal load 20 A 0–0.4 s</th>
<th>Unbalanced load one phase 0.4–0.6 s</th>
<th>Load decrement 17 A 0.6–0.8 s</th>
<th>Unbalanced load two phases 0.8–1 s</th>
<th>Load increment 23 A 1–1.2 s</th>
<th>Voltage swell 0.8 p.u. 1.2–1.4 s</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Is-THD 25.08% 0.8</td>
<td>S-PF 25.06% 0.8</td>
<td>Is-THD 25.89% 0.8</td>
<td>S-PF 24.90% 0.8</td>
<td>Is-THD 23.80% 0.8</td>
<td>Is-THD 24.99% 0.8</td>
</tr>
<tr>
<td>WO/DSTATCOM</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>UVT_PI</td>
<td>3.47% 0.98</td>
<td>4.52% 0.98</td>
<td>3.86% 0.98</td>
<td>3.85% 0.98</td>
<td>3.31% 0.98</td>
<td>4.40% 0.98</td>
</tr>
<tr>
<td>UVT_T1FL</td>
<td>3.34% 0.98</td>
<td>3.35% 0.98</td>
<td>3.70% 0.98</td>
<td>2.88% 0.98</td>
<td>3.23% 0.98</td>
<td>4.01% 0.98</td>
</tr>
<tr>
<td>UVT_T2FL</td>
<td>3.30% 0.98</td>
<td>2.96% 0.98</td>
<td>3.66% 0.98</td>
<td>2.77% 0.98</td>
<td>3.12% 0.98</td>
<td>3.99% 0.98</td>
</tr>
</tbody>
</table>


