Analytical and Experimental Investigation of Ice Melting in Power Line Ground Wires

Tamas Bagi

1 Department of Safety Science, Doctoral School on Safety and Security Sciences, University of Óbuda, H-1034 Budapest, 96/B Bécsi Street, Hungary
2* Corresponding author, e-mail: bagi.tamas@elinor.hu

Received: 18 November 2019, Accepted: 21 February 2020, Published online: 10 March 2020

Abstract
The present case study, using computer modeling technology, is to investigate the process of ice melting (de-icing) on iced ground wires due to current flowing through the ground wire. Using the AC model, the time course of heating of the given ground wire has been determined, and treating the results as input to the thermal model, the ice melting process has also been investigated by finite element thermal analysis. After comparing the elements by computer analysis to laboratory measurements, the results obtained were validated with numerical analysis.

Keywords
ice melting, de-icing, FE thermal analysis, electric warming, electric measurements, coupled thermal-electric FE analysis

1 Introduction
Extreme weather phenomena due to climate change have been gained attention today threaten the safe operation of the electricity system and pose a risk to life and property security. Primarily, the icing has caused significant damage to several sections of the transmission and distribution network in the recent years. In particular, many damages (wire rupture, tower collapse) occurred in 2013 and 2014. The ground wire is primarily exposed to icing. The development of possible solutions is facilitated by computer modeling and related measurements carried out in the high-voltage electrical laboratory of the Department of Electric Power Engineering of the Budapest University of Technology and Economics (BME). During the tests the heating of 95/55 mm² ground wires were tested under different operating conditions depending on load current and icing [1, 2].

2 Materials, method and part results
2.1 Electric model
The initial data needed for computer simulation and ice-melting experiments were to test the heating of the wires, so it was necessary to perform these experiments first. These experimental tests dealt with the computer stimulation of wire heating (using the laws of Alternating Current Resistance, Eddy Current and Hysteresis Loss of the Wires [3–5]) and, in addition, electrical measurements were taken with the same parameters.

2.1.1 Testing of wire warming without icing
According to MSZ EN 50182:2001 standard [6], the load capacity of 95/55 ACSR wire at 100 °C in summer is 405 A, while in winter 490 A. In a view of this, wires with current of 200 A were investigated, meanwhile the time course of temperature and the temperature at constant load were also observed. During the measurement, the temperature data provided by the two surface temperature sensors was manually recorded and checked with a thermal imaging camera (2 single channel multimeters and 1 thermal imaging camera; see in Fig. 1 and Fig. 2).

2.1.2 Investigation of wire warming in icy conditions
Two methods were carried out to produce the winter icy condition of wires. For both methods 50–60 cm long ACSR 95/55 mm² wires had been prepared. In the first method the wire was placed in dry ice (carbon dioxide) container provided by Messer Hungarogáz Ltd. After cooling the wire for 10–15 minutes, water was being sprayed on it, thus forming the necessary ice layer gradually (see in Fig. 3).
The growth rate of the ice layer (ice stratum) is approximately 1 cm in diameter in 1 hour (see in Fig. 4). The aim of the experiment was to form ice with the same thickness as of the wire diameter. This ice formation, of course, is not uniform in thickness, as in reality (see in Fig. 5).

In the second method concentric ice sheet was to produce on the wire used in the simplified finite element model carried out previously. For this again 50–60 cm wire pieces and 63 mm and 110 mm KPE type plastic pipes were used in the following layout (see arrangement in Fig. 6).

The wire was placed in the 63 mm KPE tube, it was filled with water then sealed. After that this sealed tube was put in a heat insulated container and sprinkled with dry ice. An hour later, after checking, it could be seen that the water in the tube had been frozen and formed concentric ice. Unfortunately, this experiment was not successful for the time being, as dry ice could not sufficiently cool the liquid, and the CO$_2$ generated by sublimation could leave from the sealed system with difficulty. Improving the experimental equipment is still in progress [7].

The wire with ice was heated under laboratory conditions, and the process was measured with a thermal camera and a contact thermometer (see in Fig. 7).
2.2 Simplified FEA simulation of de-icing of an ground wire

A simplified simulation was created to check the warming up and de-icing procedure of an iced cable. Two different FEA models were performed according to arrangement of the real measurements. The first model consisted of a pure cable with a length of 2500 mm. The dimensions (and the simplified structure) of the cross-section was according to the details of the 95/55 ACSR wire). The aim of this model was to compare the warming up procedure with the real measurement detailed in Fig. 7.

Also a second, extended model was created which contained the simplified ice according to the arrangement of the laboratory test. As it could be seen the diameter of the ice was approx. twice of the diameter of the cable (the equivalent outer diameter of the ice was 96 mm. The length of the ice was 625 mm. Material properties were taken from the literature to construct the thermal model [8–10].

The structure of the two different models can be seen in the Fig. 8.

2.2.1 The properties of the FEA model

Coupled transient thermal-electric analyses were performed, using ANSYS 2019R2 Workbench software to take a closer look inside of the de-icing and warming-up procedure. During the simulation 20-node hexahedron elements were used. The element size was 4 mm on the cable and also 4 mm on the ice. The type of contact between the two bodies was bounded (using MPC formulation) [11, 12].

200 A current was applied onto the outer ring (one side) of the cable (onto the aluminum layer) (with 0 V voltage on the other side) which provided the heat for de-icing. The environment temperature was 22 °C and the temperature of the ice (and the cable section which is under the ice) was to −5 °C. To model the radiative cooling and heating effect of the environment the thermal radiation was set to 0.09 and thermal convection was 0.5 W/m² during the analyses. The values were constant during the analysis.

The structure of the cable was simplified and assumed as a simple rod (with two layers according to the thickness of the aluminum cover and steel core and the ice was a half ring. The equivalent thermal material properties of the composite cable and the ice are listed in Table 1. The material properties of the cable are according to the standard of the cable type [13].

2.2.2 Results

The Fig. 9 shows the warming-up procedure of the cable after current heating using coupled transient thermal-electric simulation (without ice). As it can be seen the results match with the results of the measurements (FEA: 44.5 °C, laboratory measurement ~45 °C), the parameters of the FE model are acceptable for further investigations.

The initial weight of the ice was approximately 4000 g. During the simplified analysis uniform melting of the ice was assumed. However this approach neglects the non-uniform real melting procedure, gives a good approximation how much time is needed to heat the cable to reach full melting of the covering ice. The simplified criterion was the weight loss when the “ice” temperature
The results obtained from each measurement and computer simulation are in good agreement. The smaller differences are due to measurement uncertainty and simplification of modeling. The process of thawing ice layers is well illustrated by the thermal analysis, and further refining of the thermal model is planned in order to obtain even more accurate results.

### Acknowledgement

Hereby I would like to thank Budapest University of Technology and Economics – Department of Electric Power Engineering that ensured all the necessary conditions to execute the laboratory measurements; Dr P. T. Zwierczyk who provided great support with his expertise and useful remarks/advice to develop the "Ansys" model.
Fig. 11 Visualization of the ice warming up procedure

Fig. 12 Warming up procedure of the ice

References


